STANDARDS PRESENTATION Attachment No. 1

TO
CALIFORNIA OCCUPATIONAL SAFETY AND HEALTH STANDARDS BOARD
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PROPOSED STATE STANDARD,
TITLE 8, CHAPTER 4

Amend Section 4794 to read as follows:
§ 4794. Purpose.

(a) The following Group 10 orders are-intended-+te shall apply to the installation and operation
of all gas welding and cutting systems when used with; and-eover-all-gases whenused-with-and
oxygen for welding, flame cutting, heating and heat treating operations and includes brazing and
soldering. The definitions for brazing and soldering as contained in American National Standards

Institute (ANSI)/American Welding Society (AWS) A3.0-94, Standard Welding Terms and
Definitions are hereby incorporated by reference.

(b) Where only a portion of a fuel gas system is to be used with oxygen for the welding,flame
eutting-heatingand-heat treating operations specified in subsection (a), only that portion of the
system reed shall comply with these orders and thatpertien shall be separated from the main
system by means of a suitable hydraulic back-pressure valve. These orders also govern the
storage of calcium carbide and of gases used in these processes and the installation and operation

of acetylene generating systems. (Fitle24-18-4794)
NOTE: Authority cited: Section 142.3, Labor Code. Reference: Section 142.3, Labor Code.
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PROPOSED STATE STANDARD,
TITLE 8, CHAPTER 4

Amend Section 4848 to read:

§ 4848. Fire Prevention and Suppression Procedure.

(a) Management The employer shall establish a fire prevention and suppression procedure
relative-to whenever any of the operations and processes covered by Sections 4794(a) and
4850(a) are conducted use-ofeutting-and-welding-equipment-on its property. and The employer
shall issue and implement instructions: Iastruetions-shall-be based upon the requirements
contained in American National Standards Institute (ANSI/ASC) 749.1-94, Safety In Welding,
Cutting and Allied Processes, Chapters 3 and 6 and National Fire Protection Association (NFPA)
51B-1999, Standard for Fire Prevention During Welding, Cutting, and Other Hot Work, Chapter

3. Wthh are herebV incorporated by reference the-appheable parts-of ANSIZ£4911973;
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fires:
NOTE: Authority cited: Section 142.3, Labor Code. Reference: Section 142.3, Labor Code.
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PROPOSED STATE STANDARD,
TITLE 8, CHAPTER 4

Amend Section 4850 to read as follows:
§ 4850. General.

(a) Group 11 orders shall apply to all electrical equipment when used to perform electric
welding, cutting, heating and other operations and processes pertaining to electric welding and
includes resistance brazing and resistance soldering. The definitions for resistance brazing and
resistance soldering as contained in American National Standards Institute/American Welding
Society, ANSI/AWS A3.0-94, Standard Welding Terms and Definitions, are hereby incorporated
by reference.
(ab) All electrical welding equipment used to perform operations and processes noted in
subsection (a) shall be 1nstalled and malntamed in accordance w1th the Cahfomla Electrlcal
Safety Orders and this-se : P hA
chapters 11,12 and 13 of the Amerlcan Natlonal Standards Instltute ANSI/ASC Z49 1 -197394,
Safety in Welding, ard Cutting; and Allied Processes, which are hereby incorporated by

reference. whﬂkeh—sha-l-l—appl{y—
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